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Block-modular pumping unit
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1. GENERAL DATA

The block-modular PU on the site is designed for conditionally clean water from the KRP after clarification to the tank for receiving emergency overflows of the OF site via a pipeline of DN100.

• Equipment type: in a block-modular design.

• Quantity: 1 set.
• Pumped medium: conditionally clean water after clarification (solid particles up to 5% are allowed).

• Source of medium: control and regulation pond-storage of filtrate.

• Design (installation location): above-ground, outdoor (production site of cake disposal landfill).
• Special natural operating conditions: the deposit is located in a seismicity zone of 9 points.

Design: modular container-type structure of full factory readiness with a heating, ventilation and lighting system.

Container fire resistance rating: IV.

Power supply category: II.
The required air temperature in the pumping station: from +5 °C.

Required parameters:

• The pumping station capacity must ensure the operating range: Qnom.=150 m3/h; pressure H = 60-70 m.w.st, pipeline length L=300 m.;

• ensure the pump operating scheme: 1 in operation, 1 in reserve.

• Power: no more than 30 kW.
The delivery set includes:

• insulated block-type building;

• pumping unit;

• Manual control on site;

• Electrical equipment of the station;

• Pipeline system Ду100;

• Pipeline fittings Ду100;
• Control and measuring instruments (CMI) (manometers);

• Ventilation;

• Lightning protection;

• Grounding.
2. REQUIREMENTS FOR ELECTRICAL EQUIPMENT

Requirements for regulatory documentation:

All equipment must be manufactured in accordance with the Electrical Installation Code.

3. WARRANTY PERIOD TERMS
The warranty period is 12 months from the date of completion of the acceptance test and commissioning. In case of suspension of operation, the warranty period is extended for the period of downtime and 24 months from the date of delivery.
4. LIST OF REQUIRED DOCUMENTATION

The Supplier shall provide the Customer with technical documentation for the supplied equipment in the following volume and terms:

	p/p
	Documentation
	Submission deadline**

	1
	Drawings of general types and assembly units
	Upon submission of a technical and commercial proposal

	2
	Assembly and installation drawings for the installation of Equipment (including non-standard)
	30 days from the date of signing the Contract

	3
	Specification of products and materials
	30 days from the date of signing the Contract

	4
	a) Operation manual, including sections on the technical description of the equipment, instructions for operation, maintenance, installation (including slinging diagrams), start-up, adjustment, repair, safety precautions), protocols and reports of factory tests, measurements and adjustments.
	30 days from the date of signing the Contract

	5
	Drawings for wearing parts
	30 days from the date of signing the Contract

	6
	Equipment passports with installation recommendations with technical description
	30 days from the date of signing the Contract

	7
	Electrical circuit diagrams and connection diagrams
	10 days from the date of signing the Contract

	8
	Instrumentation and automation connection diagrams
	10 days from the date of signing the Contract

	9
	Cable journal
	30 days from the date of signing the Contract


All documentation is provided for each unit included in the Equipment in Georgian, English and Russian in paper and electronic form (in PDF and DWG formats).

5. PACKAGING REQUIREMENTS

The equipment must be prepared for transportation taking into account the rules for transportation by road on roads of Georgia
6. ADDITIONAL TERMS

The supplier must ensure the assembly/installation;
7. INVOLVEMENT OF SUBSUPPLIERS

Permitted by agreement with the Customer.

8. DELIVERY TERMS

The goods must be delivered under the following terms: DDP station Urban-type settlement, Kazreti, Georgia.
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